FINISHED GRADE

STANDARD VALVE BOX
FRAME & COVER
(HRPDC WS_01)
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NOTES:

1.
2. BALL VALVE SHALL BE OPEN WHEN LEVER IS IN THE

5. FOR USE ON PIPING SMALLER THAN 4—INCHES.
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PIPE BEDDING

SCHEDULE 80 PVC PIPE AND FITTINGS WITH SOLVENT WELDED JOINTS SHALL BE USED.

THREADED PLUG

BALL VALVE W/HP—4 LEVER OPERATOR
(SEE NOTE 2)

12" DIA. PVC C—900

RISER PIPE, FITTINGS AND VALVE TO

UP POSITION.
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